
NOTES:

1. JUNCTION BOXES SHALL BE FOGTITE J11 TYPE 1 OR 3 OR APPROVED EQUIVALENT.
2. JUNCTION BOXES SHALL NOT BE PLACED WITHIN THE THE WALK ZONE OF THE

SIDEWALK UNLESS APPROVED BY THE PUBLIC WORKS DIRECTOR, SEE STD.
CC-SID-7.
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